QUESTIONS RECEIVED FROM PROSPECTIVE OFFERORS
RFQ No. 19RP3820Q0106
AC Replacement Project
[s there a site visit schedule for the above solicitation?
ANSWER: Site Inspection is not required as installation is not part of the
requirement.
Does it require a SAMs, Duns, TIN and Cage Code to bid on this RFQ?
ANSWER: VYes, refer to FAR provision 52.204-7 under Addendum to Solicitation
Provisions on page 24.
May we request the floor plan, electrical and existing duct in order to get an accurate
quote?
ANSWER: Please refer to Amendment 0001
Do you have a layout for us to review and determine how much would be the cost for
installation?
ANSWER: Please refer to answer on question no. 3. Installation is not part of the
requirement.
Is it only for startup, testing and commissioning, no installation?*
*transcribed from phone inquiry
ANSWER: Yes
Can our authorized distributor can also participate to quote for your requirement.

ANSWER: Yes
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